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Abstract—Currently, string photovoltaic (PV) inverters with
wide DC and AC operating voltage ranges are available on the
market, which can be employed for interfacing either 1000-V
or 1500-V PV strings with different AC grid voltage levels (e.g.,
400 V or 690 V). The selection of both the DC- and AC-side
voltage levels should be carefully considered during the design
phase. In this context, this paper compares the performance
of PV systems using centralized string inverter solutions. The
comparison is carried out by evaluating the power losses on each
component (e.g., DC wire, inverter, AC filter, and transformer)
of a 1.8-MW PV system considering different system voltage
ratings and installation sites (mission profiles in Denmark and
Sacramento, California). The evaluation results reveal that the
impact of system voltage ratings on the energy yield of the PV
system varies with mission profiles. Higher DC and AC voltage
ratings can contribute to considerable energy loss reduction in
both cases. However, in the cold climate, e.g., Denmark, the
energy yield is more sensitive to the DC-bus voltage range, where
the 1500-V PV system tied to a lower AC grid voltage (e.g., 400 V)
can achieve higher energy yield.
Index Terms—Photovoltaic (PV) inverters, multi-level
inverters, mission profile, power loss.
I. INTRODUCTION
String photovoltaic (PV) inverters have become an increas-
ingly popular alternative over central inverters for multi-
megawatt (MW) PV plants [1], [2]. Also, their layout can
be decentralized or centralized with respect to the PV strings
[3]. For the centralized solution, the string PV inverters are all
placed near the low-frequency transformer, which results in the
requirement of longer DC wires compared to the decentralized
solution. On the other hand, the maximum DC voltage of PV
strings can be increased with more PV panels connected in
series, e.g., from 1000 V to 1500 V, to reduce the ohmic
losses (e.g., due to lower DC current) and overall costs (e.g.,
due to less cabling) [4]. Currently, several string inverters with
the maximum 1500-V DC voltage rating are available on the
market, which can be used for interfacing either 1000-V or
1500-V PV systems with different AC grid voltage levels (e.g.,
400 V, 690 V) [5], [6].
The benefits of the 1500-V PV technology over the 1000-V
one have been proved by many studies [7]–[12]. Applying
the 1500-V PV strings offers opportunities to reduce the
installation cost (less cabling and combiner boxes), which is
associated with the decrease of current ratings in different
installation points [7]–[9]. Authors of [10] have explained that
an extension of the DC-bus voltage range can be achieved in
the case of 1500-V single-stage PV systems. In [11], the im-
pact of different DC voltages on the PV inverter performance
is presented, where the 1500-V and 2000-V PV inverters
show better performance in efficiency and power density when
compared with the 1000-V PV inverter. The work in [12]
compares the energy harvesting for different DC and AC
voltage levels and converter architectures (i.e., single-stage and
two-stage), which mainly focuses on the energy losses in the
PV converters. However, none of the previous studies have
analyzed the impact of different DC and AC voltage ratings
and installation sites on the system performance. To design a
utility-scale PV system with centralized string inverters, one of
the key considerations is the selection of the DC- and AC-side
voltage levels, which will affect the system efficiency, energy
production, and cost.
With the above, this paper compares the performance of the
centralized PV string inverter solutions considering different
system parameters and installation sites. The comparison is
carried out through a 1.8-MW case study, where the impact of
the DC- and AC-voltage ratings selection and mission profiles
on the efficiency and the energy yield of the PV system
is analyzed. A cold climate (Denmark) and a hot climate
(Sacramento) have been used in the evaluation. The evaluation
results indicate that a higher string DC voltage (e.g., 1500 V)
can benefit the PV system in terms of increasing energy yield
and reducing cost. However, in order to achieve higher energy
yield, the selection of the AC voltage rating should be based
on the mission profile characteristics of the installation site.
The rest of the paper is organized as follows. In Section II,
the modeling of the centralized PV string inverter system is
presented in details. After that, the procedures for analyzing
the system power losses are provided in Section III, along with
a case study considering three configurations (i.e., different
system voltage ratings) for two installation sites (Denmark and
Sacramento). Finally, Section IV gives the concluding remarks.
II. SYSTEM MODELING
The model for comparing the energy loss (and yield) under
different system voltage ratings and installation sites needs to
TABLE I
PARAMERTERS OF THE JKM380M-72-V PV PANEL AT THE STANDARD
TEST CONDITION [15].
Parameter Value
Maximum power Pmax 380 W
Maximum power voltage Vmp 40.5 V
Maximum power current Imp 9.39 A
Open-circuit voltage Voc 48.9 V
Short-circuit current Isc 9.75 A
Temperature coefficient of Voc -0.37 %/◦C
Temperature coefficient of Isc 0.048 %/◦C
be developed, as shown in Fig. 1. A description of each model
is given in the following.
A. Mission Profile, PV Panel, and DC Wires
In order to analyze the impact of installation sites on the
PV inverter performance, two mission profiles in Denmark
(cold climate) and Sacramento (hot climate) are used in this
study, which consist of one-year measurements of ambient
temperature and solar irradiance with the sampling rate being
1 minute/sample, as it is shown in Fig. 2 [13], [14]. Both the
solar irradiance and ambient temperature in Denmark have
a strong seasonal variation. In contrast, the average solar
irradiance in Sacramento is relatively high throughout the year
compared to that in Denmark.
A 380-W PV panel with a 1500-V DC maximum system
voltage, i.e., JKM380M-72-V [15], is employed to assemble
the PV arrays in this study, where a number of the PV panels
are connected in series and parallel to achieve certain DC
voltages and power ratings. The panel characteristic under the
standard test condition (STC) is given in Table I. By applying
the ambient temperature and solar irradiance of the mission
profile to a proper PV panel model [16], the output voltage and
current of the PV strings (corresponding to the operating point
during the maximum power point tracking (MPPT) operation)
can be determined and used as input parameters of the inverter
model in Fig. 1.
As for the DC wire, according to the National Electrical
Code (NEC) [17], the ampacity of the DC wires should be 1.25
times the short-circuit current of the PV system. Regarding the
length of the DC wires, the average DC wire length for each
string inverter is estimated based on the capacity of the PV
plant as discussed in [3]. Then, the ohmic loss on the DC




where IPV is the total current of the paralleled PV strings and
Rwire is the resistance per wire.
B. String Inverter
Generally, the power rating of string inverters with a max-
imum DC input voltage of 1500 V ranges from 10 kW to
over 100 kW. In this case, depending on the AC grid voltage
level, different number of string inverters are employed to
reach the capacity for a certain PV system. Table II presents
the specifications of the considered string inverter, which is a
three-level I-type inverter equipped with 1200-V/150-A IGBT
modules from Semikron [18]. Correspondingly, the size of
the heatsink is designed to guarantee the maximum junction
temperature below 125 oC under the rated operating condition
and the ambient temperature being 50 oC. The inverter losses
are estimated from the sum of the conduction losses and
switching losses of the power semiconductor devices, which
can be obtained through simulations in PLECS under a certain
operating condition with the detailed loss data of the selected
power module [19].
The conduction losses of power devices (e.g., IGBT or
diode) can be modeled based on the forward voltage drop
vCE during conduction [20], [21], which can be expressed as




in which VCE0 is the initial voltage drop, VCEN represents the
voltage drop at the rated current ICN, and iC is the collector
current. After that, within one fundamental cycle, the average
conduction losses can be calculated by integrating the product







vCE(t) · iC(t)dt (3)
where Pcon is the average conduction losses and T0 is the
fundamental cycle period (e.g., 20 ms for the 50-Hz AC grid).
The switching losses of power devices can be calculated























(e.g., 400 V, 690 V)
Fig. 1. System diagram of the centralized PV string inverter solution (LV: low voltage, MV: medium voltage).




















































Fig. 2. One-year mission profiles (i.e., solar irradiance SI and ambient
temperature Ta) recorded in: (a) Denmark and (b) Sacramento.
during switching. The switching energy Esw of a power device
can be obtained either through experimental tests (e.g., double
pulse test), or the module datasheet, which is regarded as
a reference of switching energy under specific gate driving
parameters and junction temperatures. Based on this reference,









in which Esw(ref) is the switching energy reference value,
VCC(ref) and IC(ref) are the test conditions for the switching loss
measurement (i.e., the collector-emitter supply voltage and
the collect current, respectively), vCC is the actual collector-
emitter supply voltage that is being applied, kv and ki are
the exponents for the voltage and current dependency of
switching losses, respectively. The values of kv and ki for
the selected modules are summarized in Table III [21]. The
average instantaneous switching loss can then be expressed as
[21]








with Psw denoting the average instantaneous switching loss
and fsw representing the switching frequency.
With the aforementioned loss model, the efficiencies of the




Rated output power Pn [kW] 60 / 72 / 90 / 100
Rated output current In 87 A
Rated output line-line voltage VLL (RMS) [V] 400 / 480 / 600 / 690
Grid frequency fg 50 Hz
Power factor cos(ϕ) 1.0
Maximum DC input voltage 1500 V
DC-link voltage range for rated power 1.44× VLL to 1300 V
Switching frequency fsw 6 kHz
Power module type SkiiP 39MLI12T4V1
Heatsink thermal impedance Rth(s-a) 0.04 K/W
1 RMS: Root-Mean-Square.
TABLE III





obtained, as shown in Fig. 3, which can be used for long-term
simulations in the form of look-up tables [23]. It is worth to
note in Fig. 3 that, the efficiency of the 1500-V configuration
is slightly lower than that of the 1000-V one, which can be
regarded as a disadvantage of the 1500-V PV solution, namely,
increased loading stress to the PV inverter.
C. AC Filter and Transformer
Each string inverter is equipped with an LCL filter to sup-
press harmonics and comply with power quality requirements.
The outputs of the LCL filters are connected to the low-voltage
(LV) side of an isolation transformer, which steps up the AC
inverter output voltage to the medium-voltage (MV) level for
utility network connection. Regarding the power losses within
the AC filter and the LV/MV transformer, both can be divided
into copper losses and core losses. The relatively small core
losses for the inductance of the AC filter are negligible, while
the copper losses Pcopper and transformer core losses Pcore







where Rf/w is the resistance of the filter inductor or trans-
former windings, If/w is the inductor or winding current, Rp
is the resistance for modeling the core losses, and VMV is the
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Fig. 3. Comparison of the inverter efficiency with different PV panel
configurations (i.e., 1000-V and 1500-V) and the ambient temperature Ta
being 25 ◦C.
III. CASE STUDY
In this paper, the PV system with the rated power of 1.8 MW
is considered. Accordingly, three centralized string inverter
solutions are designed for the considered installation sites.
Table IV summarizes the parameter of different solutions in
terms of PV panel configuration, AC grid voltage, DC wire
size, and inverter quantity. It is noted that different DC wire
sizes and quantity of employed inverters are required for the
various PV string and AC grid voltage levels, which will affect
the loss and cost of the entire system. The procedure of the
loss analysis is illustrated in Fig. 4. First, the output power
and voltage of the PV strings can be obtained from the solar
irradiance and ambient temperature profiles by using the PV
panel model (e.g., look-up tables). Then, the ohmic loss in the
DC wires can be calculated based on the output DC currents
of the PV strings. Similarly, the power device loss and filter
loss are simulated under a certain set of operating parameters
and ambient temperatures to obtain look-up tables for long-
term loss analysis [25]. Finally, the available PV energy, the
energy loss of each part, and the system energy yield can be
estimated, following the diagram shown in Fig. 4.
The total DC wire power losses and the total inverter power
losses under the considered mission profiles are compared
in Fig. 5, while the corresponding one-year energy losses
are shown in Fig. 6. Compared with the 1000-V PV string
solution, adopting 1500-V strings can reduce the DC wire
energy losses to a large extent, especially when a higher AC
voltage, e.g., 690 V, is adopted. The 1500-VDC 690-VAC
solution also achieves the lowest inverter losses, as shown in
Figs. 5 and 6. It can be noted in Fig. 6 that the main reason
behind this is the lowest required number of inverters for the
1500-VDC 690-VAC solution since its energy loss per inverter
is larger than that of the other two solutions. Regarding the
filter and transformer losses, the considered solutions have
similar energy losses, as shown in Fig. 6. Nevertheless, it is
clear from the results that for both the mission profiles, the
1500-V solutions are better than the 1000-V solution in terms
of the energy yield and the required number of inverters.
From the perspective of energy production, on one hand,
different DC-/AC- voltage ratings mean different DC-bus
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Fig. 4. Block diagram of the power loss analysis: Ta – ambient temperature,
SI – solar irradiance, Ppv – PV output power, Pinv loss – inverter loss, Pin
– input power, Tj, Tc, Ts – junction, case, and heatsink temperature, Esw –
switching loss, Von – voltage drop, Vs – DC-bus voltage, Ic – collect current.
voltage ranges [10], which can affect the total amount of
PV energy yield. Fig. 7 shows the DC-bus voltage ranges
of the considered solutions, where the 1500-VDC 400-VAC
solution has a much wider operation range than the other
solutions. On the other hand, the considered solutions have
various energy losses under different mission profiles. For the
1.8-MW case study, the 1500-VDC 690-VAC solution achieves
the highest energy production under the Sacramento mission
profile. However, it has the lowest energy production under
the Denmark mission profile, where the 1500-VDC 400-VAC
solution (high DC-bus voltage range) is preferred for high
energy yield, as shown in Fig. 5.
Overall, compared with the 1000-V configuration, although
the 1500-V solutions have negative effect on the power losses
of every single inverter, they can achieve lower system losses
due to the considerably reduced wire losses and the number
of inverters. On the other hand, a high AC voltage rating may
not be the best choice for the installation sites with a cold
climate, where a higher MPPT operation range will contribute
to higher energy yield.
TABLE IV
CENTRALIZED STRING INVERTER SOLUTIONS.
PV Panel Configuration 1: 1000-V PV (Ns = 18, Np = 9)
DC wire size 2 AWG
Grid voltage 400 V
Inverter quantity 30
PV Panel Configuration 2: 1500-V PV (Ns = 27, Np = 6)
DC wire size 4 AWG
Grid voltage 400 V
Inverter quantity 30
PV Panel Configuration 3: 1500-V PV (Ns = 27, Np = 10)
DC wire size 1 AWG
Grid voltage 690 V
Inverter quantity 18
Wire length, AC filter and transformer
Average DC wire length 200 m
AC filter Rf = 0.008 p.u. Lf = 0.1 p.u.
Transformer Rw = 0.005 p.u. Lw = 0.1 p.u.
Rp = 750 p.u.
1 Ns: Number in series
2 Ns: Number in parallel
IV. CONCLUSION
In this paper, the centralized string inverter solution for
MW-level PV plants was compared under various system
voltage ratings. The comparison is based on power loss anal-
ysis of the PV plant key components (DC wire, PV inverter,
AC filter, and transformer) considering two different mission
profile cases (i.e., cold and hot climates). The results reveal
that the 1500-V PV string inverter solution along with a higher
grid voltage (e.g., 690 V) outperforms the 1000-V PV string
inverter solution in terms of energy loss reduction and cost
saving in the DC wires and PV inverters, especially under the
Sacramento mission profile (hot climate). For the Denmark
mission profile (cold climate), the solution with a higher DC-
bus voltage range (e.g., 1500-V PV string and 400-V grid
voltage) may be more suitable due to its higher energy yield.
It should be noted that the cost of PV energy is also associated
with the reliability performance of the PV inverters, which
can be affected by the DC and AC voltage ratings. Careful
considerations in the design and control of PV inverters are
thus required to reduce the the Levelized Cost of Energy
(LCOE).
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